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RICHARD L. SALLQUIST
i in  i PHONE (480)839-5202

FACSIMILE (480) 345-0412
E-MAIL dick@sd-Iaw.com

November 8, 2007
HAND DELIVERY
Blessing Chukwu
Arizona Corporation Commission
Utilities Division
1200 W. Washington
Phoenix, AZ 85007

Re: Keaton Development Company-Docket No. W-02169A-07-0098, Supplemental Data

Dear Blessing:

On September 26, 2007 we provided an ADEQ Compliance Status Report that indicated
there were "Major Deficiencies" on the Keaton system. We indicated that those had been
resolved, but the ADEQ paperwork had not yet acknowledged that fact. As our correspondence
stated, the Certified Operator did immediately contact ADEQ at dirt time Attached hereto is the
new Report dated November 8, 2007, a full 43 day turnaround.

In the event you have any questions regarding these matters, please do not hesitate to
call.

1" . .
chard L. Sallqmst

Enclosure
cc: Docket Control (15 copies)

Bill Scott
Ari20na Corporation Commission
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Drinking Wa te r Monitoring a nd P rote ction Unit
1110 W. Washington S tree t, 5415831 i

P hoe nix, AZ 85007

Drinking Water Compliance Status Report
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Public Water System Name: Keaton Development Co.
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Public Water System ID #: 15-029
i
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Public Water System Type: UNon-transient Non-community H Transient Non-community

Overall Compliance Status: [X] No Ma jor De fic ie nc ie s [] Major Deficiencies
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Mo n ito rin g  a n d  Re p o rtiNg  S ta tu s : [] Ma jor De fic ie ncie s
Comments : 5
The ADEQ da ta  base does  not show tha t the required 2007 Dis infection Byproducts  (DBP) ana lys is  have been done for this  wa ter

sys tem during the months  of warmes t water tempera ture (June, July, Augus t, or September) in 2007; While this  does  not cons tinNe
a  ma jor deficiency a ccording to ADEQ policy a nd procedures , this  is  a  viola tion of the  Arizona  Ad s ua tWe Code, Title  18,
Chapter 4. If the 2010 DBP samples  a re not taken during the months  of warmes t wa ter tempera ture, thy sys tem will have a  ma jor
DBP  m onitoring de ficiency for 2007 a nd 2010.

[X] No Ma jor De fic ie ncie s I
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Operation and Maintenance Status:
Comments:

[X] No Ma jor De fic ie ncie s [] Major Deficiencies
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Ma jor unres olved/ongoing opera tion a nd ma intena nce deficiencies :
[] una ble  to ma inta in 20ps i
[] cros s  connection/ba ckflow problems
[] trea tment deficiencies
[] certified opera tor

[] inadequa te s torage
[] s urfa ce  wa ter trea tment rule
[] a pprova l of cons truction 1

[] othe r .
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Date of last inspection / sanitary survey: 3-6-06_._
l

[] Yes [X] No
I

1
Administrative Orders:
Is an ADEQ administrative order in effect?
Comments :
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System information:
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Number of Entry P oints  tb the  Dis tribution S ys tem 1 Number of Sources 2 i
1

P opula tion  S e rve d 1200 Service Connections 496 ln itia l Monito1ing  Ye a r 1995

Evaluation completed by: Jim Puckett, Environmental Health Specialist II
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Phone: 602-771-4649 Date: 11-8-07
E
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Based upon data submitted by the water system, ADEQ has determined that this system is currently delivering water that meets
water quality standards required by Arizona Administrative Code, Title 18, Chapter 4. This compliaiiee status report does not
guarantee the water quality for this system in the future. This compliance stalls report does not reflect the status of any other water
system owned by this utility company.

[X] Community
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